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History

ÅCNP has tried sensors/detectors before

ÅToo many wrong operations

ÅFalse Positives
ÅSensor should not have triggered but did

ÅFalse Negatives
ÅSensor did not trigger when should have

ÅHas advancement of technology made sensors 
applicable for CNP?
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Objectives of Pilot 

ÅFault detection and location
ÅWill the equipment work as expected?
ÅCan this data expedite restoration?

ÅManaging load balancing
ÅCurrently balance circuits at sub

ÅRecord previously unknown oddities
ÅMay be predicator to outage
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Pilot Overview

CenterPoint Responsibilities

ÅIdentify CenterPoint project team members

ÅSelect lead contact to coordinate project 
activity

ÅAssign resources to complete a system 
survey, site survey, and installation

ÅWork closely with vendor to develop plans to 
install sensor system

ÅExecute installation plan and verify operation 
of sensor system

ÅEvaluate the sensor system
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Objectives of Pilot 

ÅGet various departments buy-in
ÅEngineering
ÅMaterials
ÅReliability

ÅOperations
ÅDispatching

Å90 day trial

ÅSeven sets of 3-phase units

ÅCommunication of sensors back to vendor

ÅAccess to website for data
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Pilot Architecture 

CenterPoint

Energy
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System Survey

ÅSelected circuits for the pilot

ÅIdentified problematic circuits for optimum 
system evaluation (utilizing input from 
Reliability Engineering Department)

ÅEmployed maps of the problematic circuits to 
determine probable sensor and node locations
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Map of Circuit #1
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Map of Circuit #2
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Site Survey

Requirements

ÅCellular Signal 

ÅTruck Accessible

Å120V Source

Å35kV Installation
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Sensor Components

LightHouse MV

Sensors monitors line 
parameters and communicates 
readings wirelessly to system 
headquarters.

LightHouse SMS

Software consolidates circuit 
measurements and events and 
provides a website interface
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Lighthouse MV

Specifications

ÅOperating range of 4KV to 35KV

ÅClamps directly to conductor (#6 to 795)

ÅInductively powered, with energy storage 

ÅOperating temperature: -40 C̄ to +85 C̄ (-40 F̄ to 
+185 F̄)

ÅMinimum current for full operation is 12A

Å16 samples per cycle

Measurements
ÅCurrent (up to 17kA RMS)

ÅFault and surge current

ÅLine temperature
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Aggregator

Agnostic Collector Support

ÅCollects data and sends back 

via cell phone technology

Å300 ft maximum line of sight 

distance to sensors
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Product Installation
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